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Mr. Mike Sanders

State of Connecticut Cardno ATC
Department of Administrative Services
Division of Construction Services

165 Capitol Avenue, Room 460
Hartford, CT 06106

290 Roberts Street
Suite 301
East Hartford, CT 06108

Phone +1 860 282 9924
Fax +1 860 282 9826
Re: Asbestos Inspection www.cardno.com

Superintendent Residence

Seaside Regional Center

Waterford, Connecticut

Project MH-14-22

Building 64656

Cardno ATC Project 61.22573.0020 Task 20070

www.cardnoatc.com

Dear Mr. Sanders:

Please find enclosed the Asbestos Inspection Report for the Duplex Residence at
Seaside Regional Center located in Waterford, Connecticut.

Should you have any questions concerning this report, do not hesitate to contact me at
860 282-9924 ext. 1123.

Sincerely,

Cardno ATC

Edward P. F(EﬁU

Division Manage
for Cardno ATC
Direct Line +1 860 282 9924 x1123
Email: edward.fennell@cardno.com

Encl;
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friable ACM found exterior to a building or structure other than material defined as RACM in 40 CFR 61,
the National Emission Standards for Hazardous Air Pollutants (NESHAP). Based upon these definitions,
ACM identified in the building requires removal prior to renovation, demolition, or disturbance. The
State of Connecticut, Department of Energy and Environmental Protection (CTDEEP) regulations require
the proper disposal of all ACM, regardless of categorization.

5.0 LIMITATIONS

As with all such assessments, the results of the sampling represent conditions found on the date of the
survey and may not represent conditions found at other times. Additionally, this assessment was limited
with respect to the specific parameters indicated above and should not be construed to be a
comprehensive evaluation or a definitive representation of conditions within the facility. The information
presented in this report is intended to be used as a guide to evaluate the need for further investigation or
the need for modifications to the processes or procedures surveyed.

Cardno ATC Project 61.22573.0020 Task 20070 Division of Construction Services
Seaside Regional Center Waterford, CT
Superintendent Residence



6.0 BULK SAMPLE SUMMARY OF SUSPECT MATERIALS
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TABLE 6-1

BULK SAMPLE SUMMARY OF SUSPECT MATERIALS

SEASIDE REGIONAL CENTER
SUPERINTENDENT RESIDENCE

Sample Sample Material % Asbestos Asbestos
Number Location Type
1st Floor . .
100814-SH-1A . Red/Blue Floor Covering 5 Chrysotile
Family Room
100814-SH-1B 1St. Floor Red/Blue Floor Covering 3 Chrysotile
Family Room
1st Floor Black Mastic For .
100814-SH-2A Family Room | Red/Blue Floor Covering 8 Chrysotile
1st Floor Black Mastic For .
100814-5H-2B Family Room | Red/Blue Floor Covering S Chrysotile
100814-SH-3A Kitchen Tan Sheet Flooring ND
100814-SH-3B Kitchen Tan Sheet Flooring ND
100814-SH-4A Kitchen Tan Flooring Adhesive ND
100814-SH-4B Kitchen Tan Flooring Adhesive ND
100814-SH-5A Kitchen Black Sink Undercoat 10 Chrysotile
100814-SH-5B Kitchen Black Sink Undercoat 8 Chrysotile
100814-SH-6A Main Entrance 1 - Coat Wall Plaster ND
100814-SH-6B Living Room 1 - Coat Wall Plaster ND
100814-SH-6C Stair Well 1 - Coat Wall Plaster ND
100814-sH-6p | StFloorJon 1 - Coat Wall Plaster ND
Room
100814-SH-6E 2nd Floor 1 - Coat Wall Plaster ND
Hallway
100814-SH-7A M. Entrance 1 - Coat Ceiling Plaster ND
100814-SH-7B 1st Floor Hall 1 - Coat Ceiling Plaster ND
100814-SH-7C Sun Room 1- Coat Ceiling Plaster ND
100814-SH-7p | IStFloorSide |y oot Ceiling Plaster ND
Room
100814-SH-7E | 2NdFloorBed |y ot ceiling Plaster ND

Room- 2




TABLE 6-1

BULK SAMPLE SUMMARY OF SUSPECT MATERIALS

SEASIDE REGIONAL CENTER
SUPERINTENDENT RESIDENCE

Sample Sample Material % Asbestos Asbestos
Number Location Type

100814-SH-8A Kitchen Wall Plaster - Scratch Coat ND

100814-SH-8B Side Room Wall Plaster - Scratch Coat ND

100814-SH-8C 2nd Floor East Wall Plaster - Scratch Coat ND

Entrance
2nd Floor
100814-SH-8D Main Bed Wall Plaster - Scratch Coat ND
Room
100814-SH-8E 2nd Floor Bed Wall Plaster - Scratch Coat ND
Room 1

100814-SH-9A Kitchen Wall Plaster - Skim Coat ND

100814-sH-98 | S ';'gg:ns'de Wall Plaster - Skim Coat ND

100814-SH-9C 2nd II:EIr?t?yr/ East Wall Plaster - Skim Coat ND

2nd Floor M. .
100814-SH-9D Bed Room Wall Plaster - Skim Coat ND
100814-SH-9F | 2NdFloorBed | \\o plaster - skim Coat ND
Room 1

100814-SH-10A Living Room # Ceiling Plaster - Scratch ND
2 Coat-2

100814-SH-10B Living Room # Ceiling Plaster - Scratch ND
2 Coat - 2

100814-SH-10C | Kitchen Ceiling Plaster - Scratch ND
Coat - 2

100814-SH-10p | Dining Room Ceiling Plaster - Scratch ND
#2 Coat-2

100814-SH-10E 2nd FI Bed Ceiling Plaster - Scratch ND
Room- 1 Coat - 2

100814-SH-11A Living 2Room # Ceiling Plaster - Skim Coat ND

100814-SH-118 | HVIng ;OO’“ # | Ceiling Plaster - Skim Coat ND

100814-SH-11C Kitchen Ceiling Plaster - Skim Coat ND

100814-SH-11D Dmmngoom Ceiling Plaster - Skim Coat ND

100814-H-11€ | 2NdFloorBed 1 ooiing plaster - Skim Coat ND

Room -1




TABLE 6-1

BULK SAMPLE SUMMARY OF SUSPECT MATERIALS

SEASIDE REGIONAL CENTER
SUPERINTENDENT RESIDENCE

Sample Sample Material % Asbestos Asbestos
Number Location Type
2nd Floor -
100814-SH-12A | Southwest | Ceiling Plaster - Scratch ND
Coat
Room
100814-SH-12B Master Bed Ceiling Plaster - Scratch ND
Room Coat
100814-SH-12C Rear Bed Ceiling Plaster - Scratch ND
Room Coat
100814-SH-13A 2nd Floor Sun Ceiling Plaster - Scratch ND
Room Coat
100814-SH-13B 2nd Floor Mid Ceiling Plaster - Scratch ND
Room Coat
100814-SH-13c | 2nd Floor Rear | Ceiling Plaster - Scratch ND
Bath Coat
100814-SH-14A | 1stFloor Bath | Ceramic Floor Tile Setting ND
Compound
100814-SH-14B | 1st Floor Bath | C8ramic Floor Tile Setting ND
Compound
100814-SH-15A 1st Floor Bath Ceramic Floor Tile Grout ND
100814-SH-15B 1st Floor Bath Ceramic Floor Tile Grout ND
2nd Floor Ceramic Floor Tile Setting
100814-SH-16A Master Bath Compound ND
2nd Floor Ceramic Floor Tile Setting
100814-SH-16B Master Bath Compound ND
100814-SH-17A 2nd Floor Ceramic Floor Tile Grout ND
Master Bath
100814-SH-17B 2nd Floor Ceramic Floor Tile Grout ND
Master Bath
2nd Floor Ceramic Wall Tile Setting
100814-SH-18A Master Bath Compound ND
2nd Floor Ceramic Wall Tile Setting
100814-SH-18B Master Bath Compound ND
100814-SH-18C Bath # 2 Ceramic Wall Tile Setting ND
Compound
100814-SH-19A |  2nd Floor Ceramic Wall Tile Grout ND
Master Bath
100814-SH-19B 2nd Floor Ceramic Wall Tile Grout ND
Master Bath
100814-SH-19C Bath # 2 Ceramic Wall Tile Grout ND




TABLE 6-1

BULK SAMPLE SUMMARY OF SUSPECT MATERIALS

SEASIDE REGIONAL CENTER
SUPERINTENDENT RESIDENCE

Sample Sample Material % Asbestos Asbestos
Number Location Type

100814-SH-20A 2nd Floor Bath | Ceramic Floor Tile Setting ND

2 Compound
100814-SH-20B 2nd Floor Bath | Ceramic Floor Tile Setting ND

3 Compound
100814-SH-21A 2nd Flt?zor Bath Ceramic Floor Tile Grout ND
100814-SH-218 | 2"d F'%"r Bath | ~oramic Floor Tile Grout ND
100814-SH-22A Kitchen 4" Brown Cove Base ND
100814-SH-22B Kitchen 4" Brown Cove Base ND
100814-SH-23A Kitchen 4" Brown Cove Base ND

Adhesive
100814-SH-23B Kitchen 4" Brown Cove Base ND
Adhesive
100814-SH-24A Basement Peg Board Glue Daulb- ND
Brown
100814-SH-24B |  Basement Peg Board Glue Daub- ND
Brown
100814-SH-25A Basement 9""X9" Gray Floor Tile 5 Chrysotile
100814-SH-25B Basement 9""X9" Gray Floor Tile 6 Chrysotile
100814-SH-26A |  Basement Black Mastic for 9°X9 ND
Gray Floor Tile
Black Mastic for 9"X9"
100814-SH-26B Basement Gray Floor Tile ND
100814-SH-27A Basement Flue Cement ND
Boiler Room
100814-SH-27B Basement Flue Cement ND
Boiler Room

100814-SH-28A Basement 2’ X4’ Ceiling Tile Streaked ND
100814-SH-28B Basement 2’ X4’ Ceiling Tile Streaked ND
100814-SH-29A Basement ZXE Cellll_inogleTlle Small 9 Amosite
100814-SH-29B Basement 2’X4’ Ceiling Tile Small 5 Amosite

Hole




TABLE 6-1

BULK SAMPLE SUMMARY OF SUSPECT MATERIALS

SEASIDE REGIONAL CENTER
SUPERINTENDENT RESIDENCE

Sample Sample Material % Asbestos Asbestos
Number Location Type
100814-SH-30A | Family Room Aircell Pipe Insulation 55 Chrysotile
100814-SH-30B L;L(J)r;?]:y Aircell Pipe Insulation 25 Chrysotile
100814-SH-30C Basement Aircell Pipe Insulation 40 Chrysotile
100814-SH-31A | Laundry Mudded Pipe Fitting 35 Chrysotile

Room Insulation
100814-SH-31B Basement Mudded Plpg Fitting 3 Chrysqtlle
Insulation 50 Amosite
100814-SH-31C Basement Mudded Plpg Fitting 5 Chryso_tlle
Insulation 35 Amosite
100814-SH-32A Basement Breeching Insulation 30 Chrysotile
Boiler Room
100814-SH-32B Bgsement Breeching Insulation 35 Chrysotile
Boiler Room
100814-SH-32C Basement Breeching Insulation 45 Chrysotile
Boiler Room
100814-SH-33A Exterior Roof | Tar Paper Under Slate Roof ND
100814-SH-33B Exterior Roof | Tar Paper Under Slate Roof ND
100814-SH-34A Kitchen- Metal Window Glazing ND
Exterior
100814-SH-34B Kitchen- Metal Window Glazing ND
Exterior
100814-SH-35A | Living Room | EXterior Wood Window ND
Glazing
100814-SH-358 | EastEntrance | Xterior Wood Window ND
Glazing
100814-SH-36A Exterior Storm Window Caulk 5 Chrysotile
100814-SH-36B Exterior Storm Window Caulk 4 Chrysotile
100814-SH-37A | Dining Room Exterior \(/:\;?J()Iﬁ Window 10 Chrysotile
100814-SH-37B Living Room Exterior \(/:\g:ﬁﬁ Window 6 Chrysotile
100814-SH-38A Entrance Door Frame Caulk 6 Chrysotile

Door




TABLE 6-1
BULK SAMPLE SUMMARY OF SUSPECT MATERIALS
SEASIDE REGIONAL CENTER
SUPERINTENDENT RESIDENCE

Sample Sample Material % Asbestos Asbestos
Number Location Type
100814-SH-38B E’gg@?"e Door Frame Caulk 4 Chrysotile

100814-SH-39A Attic Wool Like Insulation ND
100814-SH-39B Attic Wool Like Insulation ND
100814-SH-40A | House Interior | ' 1OUS® V\glrsc'lfsu'a“on ND
100814-SH-40B | House Interior | HOUse V/ive tnsulation ND
100814-SH-41A | House Interior |  ouse Wire Insulation ND
White
100814-SH-41B | House Interior |  1ouse Wire Insulation ND
White
100814-SH-42A Foundation Damp Proof Tar ND
100814-SH-42B Foundation Damp Proof Tar ND
100814-SH-43A Iéxterlor Caulking on Gutters 5 Chrysotile
utters
100814-SH-43B Exterior Caulking on Gutters 4 Chrysotile
Gutters
100814-SH-44A Building | pofiective Paper Insulation ND
Exterior
100814-SH-44B BU|Id|_ng Reflective Paper Insulation ND
Exterior

ND = None Detected




7.0 BULK SAMPLE RESULTS/CHAIN-OF-CUSTODY FORMS
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EMSL Analytical, Inc. EMSL Order ID: 031440897 )
: ATCE54
307 West 38th Street New York, NY 10018 Customer ID:
Customer PO: 14-061-0001A
Phone/Fax: (212) 290-0051 / (212) 290-0058 Proect ID:
http://www.EMSL.com / manhattanlab@emsl.com ) ’ Y,
( )
Attn: Ed Fennell Phone: (860) 282-9924
Cardno ATC Fax: (860) 282-9826
290 Roberts Street Collected: 10/ 8/2014
Suite 301 Received: 10/23/2014
East Hartford, CT 06108 Analyzed: 10/24/2014
Proj: 61.225T3.0020T20070/ CT DCS/ SUPERINTENDENT HOUSE/ SEASIDE HOSP COMPLEX/ 36 SHORE RD
\_ WATER FORT CT Y,
Summary Test Report for Asbestos Analysis in Accordance with N.J.A.C. 8:60 and 12:120 via EPA
600/R-93/116
Client Sample ID: 100814-SH-1A Lab Sample ID:  031440897-0001
Sample Description:  1ST FL FAMILY RM/RED/ BLUE FLR COVERING
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Asbestos Comment
PLM 10/23/2014 Gray 0% 95% 5% Chrysotile
Client Sample ID: 100814-SH-1B Lab Sample ID:  031440897-0002
Sample Description:  1ST FL FAMILY RM/RED/ BLUE FLR COVERING
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Asbestos Comment
PLM 10/24/2014 Brown/Black 0% 97% 3% Chrysotile
Client Sample ID: 100814-SH-2A Lab Sample ID:  031440897-0003
Sample Description:  1ST FL FAMILY RM/RED/ BLUE FLR COVERING
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Asbestos Comment
PLM 10/23/2014 Black 0% 92% 8% Chrysotile
Client Sample ID: 100814-SH-2B Lab Sample ID:  031440897-0004
Sample Description:  1ST FL FAMILY RM/MASTIC- BLK
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Asbestos Comment
PLM 10/24/2014 Black 0% 95% 5% Chrysotile
Client Sample ID: 100814-SH-3A Lab Sample ID:  031440897-0005
Sample Description:  KITCHEN/TAN SHEET FLOORING
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Asbestos Comment
PLM 10/23/2014 Gray 7% 93% None Detected
Client Sample ID: 100814-SH-3B Lab Sample ID:  031440897-0006
Sample Description:  KITCHEN/TAN SHEET FLOORING
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Asbestos Comment
PLM 10/24/2014 Gray 10% 90% None Detected
Client Sample ID: 100814-SH-4A Lab Sample ID:  031440897-0007
Sample Description:  KITCHEN/ADHESIVE TAN FLOORING
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Asbestos Comment
PLM 10/23/2014 Black 45% 55% None Detected
Test Report:EPAMultiTests-7.30.8.a Printed: 10/24/2014 11:18AM Page 1 of 16




EMSL Analytical, Inc.

307 West 38th Street New York, NY 10018

Phone/Fax: (212) 290-0051 / (212) 290-0058
http://www.EMSL.com / manhattanlab@emsl.com

EMSL Order ID:
Customer ID:
Customer PO:
Project ID:

031440897
ATCES54
14-061-0001A

Summary Test Report for Asbestos Analysis in Accordance with N.J.A.C. 8:60 and 12:120 via EPA

600/R-93/116

Client Sample ID: 100814-SH-4B Lab Sample ID:  031440897-0008
Sample Description:  KITCHEN/ADHESIVE TAN FLOORING
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Asbestos Comment
PLM 10/24/2014 Gray/Black 35% 65% None Detected
Client Sample ID: 100814-SH-5A Lab Sample ID:  031440897-0009
Sample Description:  KITCHEN/BLACK SINK UNDERCOAT
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Asbestos Comment
PLM 10/23/2014 Black 0% 90% 10% Chrysotile
Client Sample ID: 100814-SH-5B Lab Sample ID:  031440897-0010
Sample Description:  KITCHEN/BLACK SINK UNDERCOAT
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Asbestos Comment
PLM 10/24/2014 Black 0% 92% 8% Chrysotile
Client Sample ID: 100814-SH-6A Lab Sample ID:  031440897-0011
Sample Description: M. ENTRANCE/1- COAT WALL PLASTER
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Asbestos Comment
PLM 10/23/2014 Tan 0% 100% None Detected
Client Sample ID: 100814-SH-6B Lab Sample ID:  031440897-0012
Sample Description:  LIVING RM/1- COAT WALL PLASTER
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Asbestos Comment
PLM 10/23/2014 Tan 0% 100% None Detected
Client Sample ID: 100814-SH-6C Lab Sample ID:  031440897-0013
Sample Description:  STAIR WELL/1- COAT WALL PLASTER
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Asbestos Comment
PLM 10/23/2014 Gray 2% 98% None Detected
Client Sample ID: 100814-SH-6D Lab Sample ID:  031440897-0014
Sample Description:  1ST FLR JON RM/1- COAT WALL PLASTER
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Asbestos Comment
PLM 10/23/2014 Gray 2% 98% None Detected
Client Sample ID: 100814-SH-6E Lab Sample ID:  031440897-0015
Sample Description:  2ND FLR HALLWAY/1- COAT WALL PLASTER
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Asbestos Comment
PLM 10/24/2014 Gray 0% 100% None Detected

Test Report:EPAMultiTests-7.30.8.a Printed: 10/24/2014 11:18AM

Page 2 of 16



EMSL Analytical, Inc.

307 West 38th Street New York, NY 10018

Phone/Fax: (212) 290-0051 / (212) 290-0058
http://www.EMSL.com / manhattanlab@emsl.com

EMSL Order ID:
Customer ID:
Customer PO:
Project ID:

031440897
ATCES54
14-061-0001A

Summary Test Report for Asbestos Analysis in Accordance with N.J.A.C. 8:60 and 12:120 via EPA

600/R-93/116

Client Sample ID: 100814-SH-7A Lab Sample ID:  031440897-0016
Sample Description: M. ENTRANCE/1- COAT CEILING PLASTER
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Comment
PLM 10/23/2014 Gray 0% 100% None Detected
Client Sample ID: 100814-SH-7B Lab Sample ID:  031440897-0017
Sample Description:  1ST FLR HALL/1- COAT CEILING PLASTER
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Comment
PLM 10/23/2014 Gray 0% 100% None Detected
Client Sample ID: 100814-SH-7C Lab Sample ID:  031440897-0018
Sample Description:  SUN RM/1- COAT CEILING PLASTER
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Comment
PLM 10/23/2014 Gray 0% 100% None Detected
Client Sample ID: 100814-SH-7D Lab Sample ID:  031440897-0019
Sample Description:  1ST FLR SIDE RM/1- COAT CEILING PLASTER
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Comment
PLM 10/23/2014 Gray 0% 100% None Detected
Client Sample ID: 100814-SH-7E Lab Sample ID:  031440897-0020
Sample Description:  2ND FL AID RM- 2/1- COAT CEILING PLASTER
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Comment
PLM 10/24/2014 Gray 0% 100% None Detected
Client Sample ID: 100814-SH-8A Lab Sample ID:  031440897-0021
Sample Description:  KITCHEN/WALL PLASTER- SCRATCH COAT
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Comment
PLM 10/23/2014 Gray 0% 100% None Detected
Client Sample ID: 100814-SH-8B Lab Sample ID:  031440897-0022
Sample Description:  SIDE RM/WALL PLASTER- SCRATCH COAT
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Comment
PLM 10/23/2014 Gray 0% 100% None Detected
Client Sample ID: 100814-SH-8C Lab Sample ID:  031440897-0023
Sample Description: ~ 2ND FLR E. ENT/WALL PLASTER- SCRATCH COAT
Analyzed Non-Asbestos
TEST Date Color Fibrous Non-Fibrous Comment
PLM 10/23/2014 Gray 0% 100% None Detected

Test Report:EPAMultiTests-7.30.8.a Printed: 10/24/2014 11:18AM

Page 3 of 16
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APPENDIX A

LICENSE AND CERTIFICATION
















APPENDIX B

DRAWINGS
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